
STRAIN

POLE

STD DWG

SHT 1 OF 7

4170

CITY OF COLUMBUS, OHIO

DEPARTMENT OF PUBLIC SERVICE

DIVISION OF DESIGN AND CONSTRUCTION

CITY ENGINEER

ANCHOR BASE

HANDHOLE

(SEE NOTE 11)

EXTENDED

STRAIN POLE

J HOOK

J HOOK

SPAN WIRE CLAMP

 4" x 6"

NOM. HANDHOLE

2"/3" BLIND HALF COUPLING

(SEE NOTE 1 & 6)

12"

POLE

HEIGHT

12"

3/4"

1-9/16"

1-1/16"

2-25/32"

5/8"

3/4" R MIN.

ANCHOR TYPE SHACKLE

TAPERED TUBE

COMBINATION POLE

3"x5"

HANDHOLE

HANDHOLE

REQUIRED IF

SPAN WIRE

CLAMP IS

GREATER

THAN 3'

BELOW TOP

OF POLE.

2"/3" BLIND HALF COUPLING

(SEE NOTE 1 & 6)
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(SEE

NOTE 4)

SPAN WIRE

CLAMP

(SEE NOTE 2)

J HOOK

POLE CAP

3 SET SCREWS

(MIN.)

ANCHOR BOLTS

WITH STD. STEEL

HEX NUTS AND

PLAIN WASHERS

(SEE NOTE 5)

T

1/4" MIN.

STD DWG

SHT 2 OF 7

4170

CITY OF COLUMBUS, OHIO

DEPARTMENT OF PUBLIC SERVICE

DIVISION OF DESIGN AND CONSTRUCTION

CITY ENGINEER

STRAIN

POLE

POLE DETAILS

(SEE NOTE 7)

(SEE NOTE 10)

SEE SHEET
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STD DWG

SHT 3 OF 7

4170

CITY OF COLUMBUS, OHIO

DEPARTMENT OF PUBLIC SERVICE

DIVISION OF DESIGN AND CONSTRUCTION

CITY ENGINEER

STRAIN

POLE

FOUNDATION

A A

ID = POLE OD + 1/4"

POLE

RADIUS

COVER GUIDE AND

SECTION ATTACHMENT

ID

CORNER RADIUS TO

MATCH POLE BASE

PLATE RADIUS

PRE-DRILLED

THREADED HOLE W/ S.S. BOLT

M

POLE PLATE

WIDTH +1/4"

K

1/4" STEEL

PLATE

1"
TOP VIEW

SECTION A-A

POLE PLATE SKIRT

STEEL BASE COVER

07/01/2021



H (DIA.)

BOLT CIRCLE

S F

S

12 GA. H.R.M.S. COVER

SECURED WITH 0.25" x 0.50"

NO. 12 STAINLESS STEEL SINGLE JACK CHAIN

SECURED WITH 0.19" X 0.50" POP RIVETS

HOLE IN THE RIM

0.50" TAPPED

FOR A GROUND

A

A

POLE TUBE

COVER

LESS THAN 7 GA. = .19

7 GA. THRU 3 GA. = .25
WALL

MOUNTING CLIP

UPPER HANDHOLE

MINIMUM SIZE

IS 4" x 6"

LOWER HANDHOLE

STAINLESS STEEL CAP SCREWS

WIRE LUG BOLT

5" MIN

8" MIN

STD DWG

SHT 4 OF 7

4170

CITY OF COLUMBUS, OHIO

DEPARTMENT OF PUBLIC SERVICE

DIVISION OF DESIGN AND CONSTRUCTION

CITY ENGINEER

STRAIN

POLE

BASE PLATE

SECTION A-A

HANDHOLE
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ANCHOR TYPE

SHACKLE

5/8" DIA. U-BOLT

5/8" HEX NUT AND 

3/16" STRANDED

STAINLESS STEEL

CLAMP

3/16 " DIA. HOLES

FOR 5/32" x 2"

S.S. COTTER PINS

1/4" THICK CLEVIS

1-3/8" DIA. HOLE FOR 1"

SCH 80 PIPE X 2-1/4" LONG

STD DWG

SHT 5 OF 7

4170

CITY OF COLUMBUS, OHIO

DEPARTMENT OF PUBLIC SERVICE

DIVISION OF DESIGN AND CONSTRUCTION

CITY ENGINEER

LOCKWASHER

1-1/2"

1/4"

3/4"

2-1/2"

1-1/4"

3"

STRAIN

POLE

SPAN WIRE CLAMP

CONNECTION POINTS

SHALL BE WELDED

07/01/2021
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